
ILLINOIS ENVIRONMENTAL PROTECTION AGENCY 

1021 NORTH GRAND AVENU E EAST, P .0. Box 19276, SPRINGFIELD, ILLINOIS 62794-9276 • (217) 782-2829 

PAT QUINN, G OVERNOR LISA BONNETT, D IRECTOR 

21 71782-061 0 

December 16, 2014 

U. S. Environmental Protection Agency 
Attention: 5WN - l6J Kevin Pierard. Chief 
NPDES Prourams Branch 
Region V ~ 
77 West Jackson Boulevard 
Chicago, Illinois 60604 

Re: Dynegy Midwest Generation LLC 
Wood River Power Station 
N PDES Permit No. 1L000070 I 
Public Notice Permit 

Dear Mr. Pierard: 

In accordance \Vith our agreement. we hereby submit for approval, a Public Notice Permit and 
Public Notice/Fact Sheet for the above subject discharger. The IEPA fully expects to receive 
either an approval letter or a letter stating objections to the Permit within 45 days of the date of this 
letter. 

Should this understanding be incorrect. any verbal comments can be directed to Ja ime Rabins at 
2 17/782-0610. 

Sincerelv. 

D~-fL 
Darin E. LeCrone. P.E. 
Manager_ Industrial Unit 
Divisi'On of Water Pollution Control 

DEL:JAR: 141 01601.docx 

Attachments: Draft Permit. Public Notice/Fact Sheet. Additional Backup Material 

cc : Records Unit 
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NPDES Permit No. IL0000701 
Notice No. 141 601 docx 

Public Notice Date 

Public Notice Date: 

National Pollutant 

Draft Reissued NPDES Permit to into Waters of the State 

Public Notice/Fact Sheet Issued 

Name and Address of Discharger: 

Dynegy Midwest Generation LLC 
1500 Eastport Plaza Drive 
Collinsville, Illinois 62234 

Illinois Environmental Protection Agency 
Bureau of Water, 
Division of Water Pollution Control 
Permit Section 
1021 North Grand Avenue East 
Post Office Box 19276 
Springfield, Illinois 62794-9276 
217/782-0610 

Name and Address of Facility: 

Dynegy Midwest Generation LLC 
Wood River Power Station 
#1 Chessen Lane 
Joliet, Illinois 60436 
(Madison County) 

The Illinois Environmental Protection Agency (I EPA) has made a tentative determination to issue a NPDES permit to discharge into the 
waters of the state and has prepared a draft and associated fact sheet for the above named discharger. The Public Notice period 
will begin and end on the dates indicated in the heading of this Public Notice/Fact Sheet The last day comments will be received will be 
on the Public Notice date unless a commentor the need for additional time an extension to this 
comment and the request is by the !EPA Interested persons are invited to submit written comments on the draft 
the I EPA at the above address. shall his or her name and address and the nature of the issues nrr>nn''"'rt 

raised and the evidence with regards to those issues. Commentors may include a for 
comments and/or requests for hearing shall also send a copy of such comments or 

and notice must appear on each comment page 

limit calculations. Public Notice/Fact 
mspe(~t1o·n and may be at the I EPA between 9 30 a.m. 



Public Notice/Fact Sheet-- 2 NPDES Permit No. IL0000701 

modifications are 

1. The of house service water will be in 
the Steam Electric Eftluent Guideline and BPT limits must be met House service water 
meets the definition of low volume wastestream at 40 CFR 423.11 

2. The non-chemical metal wastes be internal outfall A02 because it is 
a wastestream in the Steam Electric Guideline limits must be met to dilution with other 
wastestreams. Non-chemical metal wastes meets the definition of metal wastes at 40 CFR 42311 
The of non-chemical wastes will be internal outfall A05 because it 
a wastestream in the Steam Guideline and must be met to dilution with other 
wastestreams. Non-chemical metal wastes meets the definition metal wastes at 40 CFR 423.11 

4. Internal A01 for intake screen backwash was and removed from the Intake screen backwash 
is instead listed as a wastestream of outfall 001 on page 2 the permit 

5. The total residual chlorine and total residual oxidant limits were removed at outfall 001 as the does not use chlorine to control 
zebra mussels or the condensers. 

which are located in Madison County, Illinois. The 
stream and stream classifications: 

Stream 
Outfall Receiving Stream Latitude Longitude Classification 

001 Mississippi River 38° 51' 45" North 90" 08' 07" West General Use 

002 Wood River Creek 38° 52' 22" North 90° 07' 42" West General Use 

003 Mississippi River 38°51'44" North goo 08' 06" West General Use 

004 Wood River Creek 38" 52' 11" North goo 08' 07" West General Use 

005 Wood River Creek 38° 52' 18" North 90c 07' 42" West General Use 

To assist you further in the location of the discharge see the attached map. 

information identifies the 

Biological Stream 
Characterization 

Not Rated 

c 

Not Rated 

c 

c 

The waterbody JR-02 the from outfalls 002. 004. and 005 is on the draft 2014 Illinois Integrated Water 
Quality Report and Section 303(d) List The receiving water is not listed as biologically significant in the 2008 Illinois Department of 
Natural Resources Integrating Taxa in a Biological Stream Rating System at this locality, however, it is an 

"C" in that report The uses and are tabulated below 

Fecal Coliform Bacteria 

in Stream Loss of lnstream 

at 



Public Notice/Fact Sheet 3 NPDES Permit IL0000701 

PARAMETER 

Oil and Grease 

Outfall 002 

Flow 

and Grease 

Boron 

Mercury 

Solids 

Ash 

30 DAY 
AVERAGE 

2.7 

DAILY 
MAXIMUM 

Outfall A02: Non-Chemical Metal Cleaning Wastes = 2.5 

Flow 

Total Suspended Solids 

Oil and Grease 

Iron 

Copper 

Stormwater Pollution Prevention Plan 

Stormwater Pollution Prevention Plan 

Outfall 005 East Ash Pond = 2.5 

Flow 

Total 

REGULATION 
30 DAY 

AVERAGE 

15 

15 

15 

15 

30 

15 

1.0 

1.0 

15 

DAILY 
MAXIMUM 

30 

20 

30 

20 

304.124 

40CFR423. 

35 lAC 302.204 

35 lAC 304. 124 

40CFR423. 

15 35 lAC 303.352 

Monitor Only 35 lAC 309.146 

100 

20 

1.0 

1.0 

40CFR423.12(b)l5) 

40CFR423.12(b)(5) 

40CFR423.12(b)( 5) 

40CFR423.12(b)(5) 

40CFR122.26(b)( 14 )(vii) 

40CFR1 

35 

304.124 
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PCB's 

outfails to ensure 

wrtnf1r·::~v.' water from the common 
structure is used Olin Brass for Industrial Use, 
per 

has determined that the nn<>r<::~tinn water intake structure meets the 
accordance with the Best of 40 CFR 125.3 
at the time of reissuance. 

in 1977. The showed that even under extreme worst-case ""''""ltl''"'r'" one to three 
""'''"""''" of the River are to the effluent within five r1e>r"''""" of ambient 

The extreme conditions modeled included river flow and the upstream t;::.n,n;:..r::~tt The 
does not have the to cause standards violations and allowed mixing is for the thermal 

'""''"'r.,,., from this Based on the five years of the maximum was 119 oF and the 
maximum flow was 346.9 MGD. 



\ 
'. 





NPDES Permit No. IL0000701 

Illinois Environmental Protection 

Division of Water Pollution Control 

1021 North Grand Avenue East 

Post Office Box 19276 

62794-9276 

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM 

Date 

Name and Address of Permittee: 

Dynegy Midwest Generation LLC 
1500 Eastport Plaza Drive 
Collinsville, Illinois 62234 

Discharge Number and Name: 

001 Condenser Cooling Water 
801 House Service Water 
002 West Ash Pond 
A02 Non-Chemical Metal Cleaning Wastes 
003 Roof Drains 
004 Area Runoff 
005 East Ash Pond 
A05 Non-Chemical Metal Wastes 

Reissued Permit 

Issue Date: 
Effective Date: 

Facility Name and Address: 

Dynegy Midwest Generation LLC 
Wood River Power Station 
#1 Chessen Lane 
Joliet, Illinois 60436 
(Madison County) 

Receiving Waters: 

Mississippi River 

Wood River Creek 

Mississippi River 
Wood River Creek 
Wood River Creek 

with the of the Illinois Environmental Protection Act. Title 35 of IlL 
1, and the Clean Water Act the above-named is authorized to 

above-named receiving stream in accordance with the standard conditions and attachments herein. 

Subtitle C and/or Subtitle D. 
at the above location to the 

In order to receive authorization to rli<:f'h:>m:c 

the Illinois Enwonmental Protection 
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From the effective date of this 
times as follows: 

PARAMETER 

Outfall 001· Condenser 

until the 

AVERAGE 

Water 

This consists of 

1. Condenser Water 
2. Intake Screen Backwash 
3. House Service Water 

NPDES Permit No. IL0000701 

date, the effluent of the 

MAXIMUM AVERAGE 

= 567 

567 MGD 
.OMGD 

9.0 MGD 

Flow See Condition 1 

Temperature See Special Condition 4 

shall be monitored and limited at 

SAfv1PLE SAMPLE 
MAXIMWv1 FREQUENCY TYPE 

Flow: 

Continuous 

Daily Continuous 
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From the effective date of this 
times as follows: 

NPDES Permit No. ll0000701 

date, the effluent of the 

CONCENTRATION 
LIMITS mg/1 

PARAMETER AVERAGE MAXIMUM AVERAGE MAXI~,r1UM 

Outfall 801 · House Service Water = 9.0 

Flow See Condition 1 

pH See Condition 2 

Total Solids 15 30 

Oil and Grease 15 20 

shall be monitored and limited at all 

SAMPLE 
FREQUENCY 

1/Month 

1/Month 

1/Month 

1/Month 

TYPE 

Grab 

Grab 

Grab 
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NPDES Permit No. IL0000701 

From the effective date of this 
times as 

until the date. the effluent of the 

PARAMETER AVERAGE MAXIMUM 

Outfall 002 West Ash Pond = 2.5 

Ash. Bottom Ash, and Coal Sluice 
Ash Overflow 

3. Boiler Slowdown 
4. Demineralizer Regenerate Waste 
5. Water Treatment Clarifier Sludge 
6. Water Treatment Filter Backwash 
7. Units 1-5 Turbine Room and Boiler Room Drains 
8. Coal Pile Runoff 
9. Coal Conveyer Drain Line 
10. Non-Chemical Metal Cleaning Wastes 
11. Area Runoff 
12. Dredge Spoils 
13. Demineralizer Brine 
14. Mercury Sorbent Residues 

Flow (MGD) See Special Condition 1 

pH See Special Condition 2 

Total Suspended Solids 

Oil and Grease 

Boron 

AVERAGE 

1.37 ~v1GD 
1 08 MGD 
0.11 MGD 
0.045 MGD 
0.07 MGD 
0.072 MGD 
0.023 MGD 
Intermittent 
Intermittent 
2.5 MGD 
Intermittent 
Intermittent 
1.44 MGD 
Intermittent 

15 

15 

shall be monitored in accordance with USEPA Method 1631 E and the 
1631 E with a limit of 1 (part per 

MAXIMUM 

Flow: 

30 

20 

15 

SAMPLE 
FREQUENCY 

1/VVeek 

1/VVeek 

1fNeek 

2/Month 

2/Month 

1/Month 

described in 

SAMPLE 
TYPE 

Grab 

24-Hour 
Composite 

Grab 

Grab 

11 .1 1.2 of 



6 

From the effective date of this 
times as follows: 

NPDES 

until 

PARAMETER AVERAGE ~.1AX!MUM 

A02 Non-Chemical Metal Wastes 

See Condition 1 

Total Solids 

Oil and Grease 

Iron 

Copper 

No. IL0000701 

shall be monitored and limited at all 

SAMPLE SAMPLE 
AVERAGE MAXIMUM FREQUENCY TYPE 

Continuous 

00 Daily When Grab 
Discharging 

15 20 Daily When Grab 
Discharging 

1.0 1.0 Daily When 24-Hour 
Discharging Composite 

1.0 1.0 Daily When 24-Hour 
Discharging Composite 
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From the effective date of this 
times as follows: 

Outfall 003: Roof Drains 
Outfall 004 Area Runoff 

shall be 

until the 

in accordance with 

NPDES Permit No. IL0000701 

date, the effluent of the shall be monitored and limited at all 

15. 
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From the effective date 
times as follows 

Permit No IL0000701 

the 

PARAMETER AVERAGE MAXIMUM AVERAGE MAXIMUM 

Outfall East Ash Pond = 2.5 

Ash, Bottom Ash. Coal 
Ash 

3. Boiler Blowdown 
4. Demineralizer Waste 
5. Water Treatment Sludge 
6. Water Treatment Filter Backwash 
7. Units 1-5 Turbine Room and Boiler Room Drains 

1.37 ~.1GD 
1.08 MGD 
0.11 MGD 
0.045 MGD 
0.07 MGD 
0.072 MGD 
0.023 MGD 
Intermittent 
Intermittent 
2.5 MGD 
Intermittent 
Intermittent 
1.44 MGD 
Intermittent 

8. Coal Pile Runoff 
9. Coal Conveyer Drain Line 
10. Non-Chemical Metal Wastes 
11. Area Runoff 
12. Dredge Spoils 
13. Demineralizer Brine 
14. Mercury Sorbent Residues 

Flow (MGD) 

Total Suspended Solids 

Oil and Grease 

Boron 

Chromium 

See Special Condition 1 

See Special Condition 2 

15 

15 

12 annual average 

shail be monitored in accordance with USEPA Method 1631E and the 
with the 2 per annual average ~'"''~""·ntr::>w,n 
shall result each month. 

annual average based 

30 

20 

15 

0.016 

shall be monitored and lim1ted at 

SAMPLE 
FREQUENCY 

1/'V\/eek 

1/Week 

1/Week 

2/Month 

2/Month 

1/Month 

1/Month 

results. 

SArv1PLE 
TYPE 

Grab 

24-Hour 

Grab 

Grab 

Grab 

Grab 



From the effective date of this 
times as 

PARAMETER 

Outfall A05: Non-Chemical Metal 

Flow See 

Solids 

Oil and Grease 

Iron 

Copper 

NPDES Permit No. IL0000701 

AVERA.GE 

Wastes 

Condition 1 

15 

1.0 

1.0 

shall be monitored and at 

SAMPLE SAMPLE 
MAXIMUM FREQUENCY TYPE 

Continuous 

Grab 

20 Daily When Grab 
Discharging 

1.0 Daily When 24-Hour 
Discharging Composite 

1.0 Daily When 24-Hour 
Discharging Composite 
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NPDES Perm1t No. ll0000701 

The shall be in the range 6.5 to 9.0. The 

for zebra mussel or 

This meets the allowed criteria for thermal 
exists to exceed thermal water standards based on a maximum 

and a 

control the condensers. 

to 35 lAC 302. 1 02. No 
water flow of 617 MGD and a 

rate of 3388 million Btu per hour. The shall monitor the flow and ofthe to 
rora•"'"" water body. Monitoring results shall be on the 

be modified to formal limitations should the results of the show that there a reasonable '"'"''"'"""'1 to 
exceed a thermal water quality standard. Modification of this permit shall follow and opportunity for comment 

There shall be no abnormal changes that may adversely affect aquatic life unless caused by natural conditions. The normal 
and seasonal temperature fluctuations which existed before the addition of heat due to other than natural causes shall be 

maintained. 

Samples taken in compliance with the effluent monitoring requirements shall be taken at a point representative 
crh,::~rr•o but prior to entry into the receiving stream. 

The Permittee shall record monitoring results on Discharge Monitoring Report (DMR) Forms using one such 
each month. 

In the event that an outfall does not discharge during a monthly reporting period, the DMR Form shall be submitted with no discharge 
indicated. 

The Permittee may choose to submit electronic DMRs (NetDMR) instead of mailing paper DMRs to the !EPA More information, 
including registration information for the NetDMR program, can be obtained on the IEPA website, 
http://www. epa. state. il. us/water/net-dmr/index. html. 

The completed Discharge Monitoring Report forms shall be submitted to I EPA no later than the 281
h day of the following month, unless 

otherwise specified by the permitting authority. 

Permittees not NetDMR shall mail with an 

Illinois Environmental Protection Agency 
Division of Water Pollution Control 
1021 North Grand Avenue East 
Post Office Box 19276 

Illinois 62794-9276 

Attention: Assurance 

to the I EPA at the address: 

Mail Code# 19 



A. 
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Water Intake Structure or remanded by the courts. the Permittee shall 
with the below. The information below is Pr<>cc:.n; to further evaluate water intake structure 

a. 

based on the most up to date information, in accordance with the Best kJrr.roc'"" of 40 CFR 125.3 and 
in existence to the effective date of the new Facilities Rule 

shall information/studies within 4 years of the effective date of the 

the of all source water bodies used the 
aerial dimensions, 

and characterization of the source hydrological and features, as well as the 
influence and the results of such studies: methods used to conduct any studies to determine the intake's area 

and 

c. Location maps 

2. Source Waterbody Flow Information 

The permittee shall provide the annual mean flow of the waterbody, any supporting documentation and engineering calculations 
to support the analysis of whether the design intake flow is greater than five percent of the mean annual flow of the river or stream 
for purposes of determining applicable performance standards. Representative historical data (from a period of time up to 10 
years) shall be used. if available. 

3. Impingement Mortality and Entrainment Characterization Study 

The permittee shall submit an Impingement Mortality and Entrainment Characterization Study whose purpose is to provide 
information to support the development of a calculation baseline for evaluating impingement mortaltty and entrainment and to 
characterize current impingement mortality and entrainment The Study shall include the following in sufficient detail to support 
establishment of baseline conditions: 

a. Taxonomic Identification of all life stages of fish and shellfish and any protected under Federal, State, or Tribal law 
threatened or endangered species) that are in the vicinity of the water intake structure(s) and are 

susceptible to impingement and entrainment: 

b. A characterization of all life of fish and shellfish, and any species nrnrorran under FederaL State law. 
of the abundance and temporal and characteristics in the of the cooling water intake 

These may include historical data that are of the current operation the facility and of conditions at 
the site; and 

Documentation of the current 
under Federal 

rl'V!rb,l!h' and c.mr"'llntnanT 
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NPDES Permit No. IL0000701 

a. Evaluate and/or propose modifications to reduce the intake 

b. 

C. 

than 0.5 ft/sec. evaluation may consider modified water pump 
associated with""''""'''"'' utilization, recalculation or determination of actual total water withdravval The evaluation 

and any for the and/ or modification shall be submitted to the """'"'"'''1 

with the renewal for this 

a fish and entrainment minimization alternatives evaluation. The evaluation may include 
an assessment of modification of the screens, consideration of a fish and debris return and 
include time frames and cost to these measures. The evaluation and plan for 
any and/ or shall be submitted to the for thts 

reports shall be submitted the Industrial Unit, Permit Section and 
condition 6. 

Assurance Section at the address 

This special condition does not relieve the permittee of the responsibility of complying with any other laws, regulations, or judicial orders 
issued pursuant to Section 316(b) of the Clean Water Act. 

There shall be not discharge of polychlorinated biphenyl compounds. 

The Agency has determined that the effluent limitations for outfalls 002 and 005 constitute BAT/BCT for 
storm water is treated in the existing treatment facilities for purposes of this permit reissuance, and no pollution prevention plan will 
be required for such storm water. In addition to the chemical specific monitoring required elsewhere in this permit, the permittee shall 
conduct an annual inspection of the facility site to identify areas contributing to a storm water discharge associated with industrial activity, 
and determine whether any facility modifications have occurred which result in previously-treated storm water discharges no longer 
receiving treatment. If any such discharges are identified the permittee shall request a modification of this permit within 30 days after the 
inspection. Records of the annual inspection shall be retained by the permittee for the term of this permit and be made available to the 
Agency on request 

The Permittee shall monitor the effluent from outfalls 002, 003, 004, and 005 for the following parameters on 
a Permit may be modified with public notice to establish effluent limitations if appropriate, based on information 
obtained through sampling. The sample shall be a 24-hour effluent composite except as otherwise specifically provided below and the 
results shall be submitted to the address in special condition 6 in June and December. The parameters to be sampled and the minimum 
reporting limits to be attained are as follows: 

STORET 

01002 
01007 
01027 
01032 

034 
01042 
00718 
00720 

Barium 
Cadmium 
Chromium 
Chromium 

Minimum 
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**Utilize USEPA Method 1631 E and the described in Section 11 1 1.2 of 1631 E. 
***USEPA Method OIA-1677. 

of BETZ Clam-Trol CT-2 shall be conducted in accordance vvith USEPA recommendations. and 

The orange method for surfactants shall be used to document that no detectable residual 
ammonium chloride exists after detoxification. Measurement shall be at 8 hour intervals and 

after collection of a 

A. A storm water pollution prevention plan shall be maintained by the permittee for the storm water associated w1th mdustrial activity at 
this facility that which is discharged from outfalls 002 and 005. The plan shall identify potential sources of which may 
be expected to the quality of storm water discharges associated with the industrial activity at the facility. In the plan 
shall describe and ensure the implementation of practices which are to be used to reduce the pollutants in storm water discharges 
associated with industrial activity at the facility and to assure compliance with the terms and conditions of this permit The permittee 
shall modify the plan if substantive changes are made or occur affecting compliance with this condition. 

Waters not classified as impaired pursuant to Section 303(d) of the Clean Water Act 

Unless otherwise specified by federal regulation, the storm water pollution prevention plan shall be designed for a storm event 
equal to or greater than a 25-year 24-hour rainfall event 

2. Waters classified as impaired pursuant to Section 303(d) of the Clean Water Act 

For any site which discharges directly to an impaired water identified in the Agency's 303(d) listing, and if any parameter in the 
subject discharge has been identified as the cause of impairment, the storm water pollution prevention plan shall be designed for 
a storm event equal to or greater than a 25-year 24-hour rainfall event If required by federal regulations, the storm water 
pollution prevention plan shall adhere to a more restrictive design criteria. 

B. The operator or owner of the facility shall make a copy of the plan available to the Agency at any reasonable time upon request 

Facilities which discharge to a municipal 
municipal system at any reasonable time upon 

storm sewer system shall also make a copy available to the operator of the 

C. The permittee may be notified by the Agency at any time that the plan does not meet the requirements of this condition. After such 
notification, the shall make to the plan and shall submit a written certification that the have 
been made. Unless otherwise shall have 30 after such notification to make the 

or maintenance which may affect the 
required H of this 

violation any conditions 
Amendments to the 

to the 
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Areas used for outdoor 
of dust or 

v. Location of storm water structural control measures detention facilities. 

vi Surface water locations and/or storm drain locations 

Areas of 

viii. Vehicle service areas; 

ix. Material and access areas. 

x. Areas under items iv and ix above may be withheld from the site for reasons. 

3. A narrative description of the following: 

L The nature of the industrial activities conducted at the including a description of significant materials that are treated, 
stored or disposed of in a manner to allow exposure to storm water; 

ii. Materials, equipment and vehicle management practices employed to minimize contact of significant materials with storm 
water discharges; 

iii. Existing structural and non-structural control measures to reduce pollutants in storm water discharges; 

iv. Industrial storm water discharge treatment facilities; 

v. Methods of onsite storage and disposal of significant materials. 

4. A list of the types of pollutants that have a reasonable potential to be present in storm water discharges in significant quantities. 
Also provide a list of any pollutant that is listed as impaired in the most recent 303(d) report 

5. An estimate of the size of the facility in acres or square feet, and the percent of the facility that has impervious areas such as 
pavement or buildings. 

6. A summary of existing sampling data describing pollutants in storm water discharges. 

F. The shall describe the storm water management controls which will be implemented by the facility. The appropriate controls 
reflect identified and sources of pollutants at the facility. The description of the storm water 

controls shall include: 

Storm Water Pollution Prevention Personnel - Identification by titles of the individuals who are responsible for 
and the 

2. <:nP•rnrm and maintenance of storm water conveyance devices such as 
<:nPrtirm and of and that could fail and result 

4. 
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ve<~etate:d areas or surface waters or infiltrate into the soil unless 

- Oil/water separators, booms, skimmers or other methods to minimize contaminated storm 

Debris & Sediment Control booms, sediment 
water 

iv. Waste Chemical Waste chemicals such as "'"'''"""''"" 
an manner and a way vvhich 

v. Storm Water Diversion Storm water diversion 
storm water contamination. Minimize the 
activities, raw material. intermediate 
exposed to storm water using green 
otherwise divert storm water away from exposure area. 

methods to reduce debris and sediment storm 

and used oils shall be or of 

"'"''""'"" areas where material 
by-products, or industrial are 

nr,>rt'r"h'"' in the areas outside the exposure area, and 

vi. Covered Storage or Manufacturing Areas - Covered fueling operations, materials manufacturing and storage areas to 
prevent contact with storm water. 

vii. Storm Water Reduction - Install vegetation on roofs of buildings within adjacent to the exposure area to detain and 
evapotranspirate runoff where precipitation falling on the roof is not exposed to contaminants, to minimize storm water 
runoff; capture storm water in devices that minimize the amount of storm water runoff and use this water as appropriate 
based on quality. 

6. Sediment and Erosion Prevention- The plan shall identify areas which due to topography, activities, or other factors, have a high 
potential for significant soil erosion. The plan shall describe measures to limit erosion. 

7. Employee Training - Employee training programs shall inform personnel at all levels of responsibility of the components and 
goals of the storm water pollution control plan. Training should address topics such as spill response, good housekeeping and 
material management practices. The plan shall identify periodic dates for such training. 

8. Inspection Procedures - Qualified plant personnel shall be identified to designated equipment and plant areas. A 
tracking or follow-up procedure shall be used to ensure appropriate response has been taken in response to an inspection. 
Inspections and maintenance activities shall be documented and recorded. 

G Non-Storm Water - The shall a certification that the has been tested or evaluated for the presence 
of non-storm water discharge. certification shall include a description of any test for the presence of non-storm water 

the methods used, the dates of the and any onsite drainage points that were observed during the 
that is unable to provide this certification must describe the of any test conducted for the presence of non-storm 

water discharges, the test results, potential sources of non-storm water to the storm sewer. and tests for 
such storm sewers were not feasible. 

Visual Observation of and to 
condition. 

1. 
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4. You may exercise a waiver of the visual observation at a facility that is inactive or unstaffed, as long as there are no 

5. 

industrial materials or activities to storm water. If you exercise this waiver, you must maintain a certification with your 
SWPPP that the site is inactive and unstaffed. and that there are no industrial materials or activities to storm 
water. 

"'rn.::.rr1<> substantially identical effluents, based 
size of areas, and storm water 

conduct visual observations of the at just one of the outfalls 

6. The visual observation documentation shall be made available to the and public upon written request 

I. The shall conduct an annual to that all elements of the the site map, 
pollutant sources, and structural and non-structural controls to reduce pollutants in industrial storm water discharges are accurate. 
Observations that require a response and the appropriate response to the observation shall be retained as part of the plan. Records 
documenting significant observations made during the site inspection shall be submitted to the Agency in accordance with the 
reporting requirements of this permit 

J. This plan should briefly describe the appropriate elements of other program requirements, including Spill Prevention Control and 
Countermeasures (SPCC) plans required under Section 311 of the CWA and the regulations promulgated thereunder, and Best 
Management Programs under 40 CFR 125.100. 

K. The plan is considered a report that shall be available to the public at any reasonable time upon request. 

L. The plan shall include the signature and title of the person responsible for preparation of the plan and include the date of initial 
preparation and each amendment thereto. 

M. Facilities which discharge storm water associated with industrial activity to municipal separate storm sewers may also be subject to 
additional requirement imposed by the operator of the municipal system 

Authorization is her.eby granted to construct treatment works and related equipment that may be required by the Storm Water Pollution 
Prevention Plan developed pursuant to this permit 

This Authorization is issued subject to the following condition(s) 

N. If any statement or representation is found to be incorrect, th1s authorization may be revoked and the 
rights thereunder. 

there upon waives all 

0. The issuance of this authorization 
from the 

p 

does not release the from any 
""'r"'t•rm of the proposed facilities; 
does not release the from 

or ordinances. 

for damage to persons or property caused by or 
does not take into consideration the structural 

with other applicable statutes of the 

included as of the stormwater shall be included 
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Attachment H 

Standard Conditions 

Definitions 

Act means the Illinois Environmental Protection Act, 415 ILCS 5 as 
Amended. 

Agency means the Illinois Environmental Protection 

Board means the Illinois Pollution Control Board. 

Clean Water Act (formerly referred to as the Federal Water 
Pollution Control Act) means Pub. L 92-500, as amended. 33 
U.S.C. 1251 et seq. 

NPDES (National Pollutant Discharge Elimination System) means 
the national program for issuing, modifying, revoking and reissuing, 
terminating, monitoring and enforcing permits, and imposing and 
enforcing pretreatment requirements, under Sections 307, 402, 318 
and 405 of the Clean Water Act 

USEPA means the United States Environmental Protection Agency. 

Daily Discharge means the discharge of a pollutant measured 
during a calendar day or any 24-hour period that reasonably 
represents the calendar day for purposes of sampling. For 
pollutants with limitations expressed in units of mass, the "daily 
discharge" is calculated as the total mass of the pollutant 
discharged over the day. For pollutants with limitations expressed 
in other units of measurements, the "daily discharge" is calculated 
as the average measurement of the pollutant over the day. 

Maximum Daily Discharge Limitation (daily maximum) means the 
highest allowable daily discharge. 

Average Monthly Discharge Limitation (30 day average) means 
the highest allowable average of daily discharges over a calendar 
month, calculated as the sum of all daily discharges measured 
during a calendar month divided by the number of daily discharges 
measured during that month. 

Average Weekly Discharge Limitation (7 day average) means the 
highest allowable average of daily discharges over a calendar 
week, calculated as the sum of all daily discharges measured 
during a calendar week divided by the number of daily discharges 
measured during that week. 

Best Management Practices (BMPs) means schedules of 
activities, prohibitions of practices, maintenance procedures, and 
other management practices to prevent or reduce the pollution of 
waters of the State. BMPs also include treatment requirements, 
operating and practices to control plant site runoff, 
spillage or leaks, or waste or from raw 
material CTAr<>r•o 

used to make up 

Grab Sample means an individual of at least 1 
collected at a time over a 
15 minutes. 

24-Hour Composite Sample means 
!east 

8-Hour Composite Sample means a combination of at least 3 
sample aliquots of at least 100 milliliters, collected at periodic 
intervals during the operating hours of a facility over an 8-hour 
period. 

Flow Proportional Composite Sample means a combination of 
sample aliquots of at least 100 milliliters collected at periodic 
intervals such that either the time interval between each aliquot or 
the volume of each aliquot is proportional to either the stream flow 
at the time of sampling or the total stream flow since the collection 
of the previous aliquot 

( 1) Duty to comply. The permittee must comply with all 
conditions of this permit. Any permit noncompliance 
constitutes a violation of the Act and is grounds for 
enforcement action, permit termination, revocation and 
reissuance, modification, or for denial of a permit renewal 
application. The permittee shall comply with effluent standards 
or prohibitions established under Section 307(a) of the Clean 
Water Act for toxic pollutants within the time provided in the 
regulations that establish these standards or prohibitions, even 
if the permit has not yet been modified to incorporate the 
requirements. 

(2) Duty to reapply. If the permittee wishes to continue an activity 
regulated by this permit after the expiration date of this permit. 
the permittee must apply for and obtain a new permit If the 
permittee submits a proper application as required by the 
Agency no later than 180 days prior to the expiration date, this 
permit shall continue in full force and effect until the final 
Agency decision on the application has been made. 

(3) Need to halt or reduce activity not a defense. It shall not be 
a defense for a permittee in an enforcement action that it would 
have been necessary to halt or reduce the permitted activity in 
order to maintain compliance with the conditions of this permit 

(4) Duty to mitigate. The permittee shall take all reasonable 
steps to minimize or prevent any discharge in violation of this 
permit which has a reasonable likelihood of adversely affecting 
human health or the environment 

(5) Proper operation and maintenance. The permittee shall at 
all times properly operate and maintain all facilities and 
systems of treatment and control (and related appurtenances} 
which are installed or used by the permittee to achieve 
compliance with conditions of this permit Proper operation 
and maintenance includes effective performance, adequate 
funding, adequate operator staffing and training, and adequate 
laboratory and process controls, including appropriate quality 
assurance procedures. This provision requires the operation of 
back-up, or auxiliary facilities, or similar systems only when 
necessary to achieve compliance with the conditions of the 
permit 

Permit actions. This may be 
reissued, or terminated for cause 
CFR 122.62 and 40 CFR 122.63. 

revocation and reissuance, 
notification of planned 

antici~lat«:Jd n•r.nr·nrrmn::mr'A does not any 

Property rights. This does not convey any nrr\r'>IO•I'TII 

of any sort, Of any exclusive nrn,lii<O•rtt> 



Inspection and entry. The nor·mittoo shall allow an authorized 
of the or USEPA 

Monitoring and records. 
and measurements taken for the purpose of 

shall be of the monitored 

retain records of all 
calibration and maintenance 

chart for 
of all 

and records of all data 
t'nrnnloto the for this permit, for a 

3 years from the date of this 
report or application. Records related to 

the permittee's sewage sludge use and disposal activities 
shall be retained for a period of at least five years (or 
longer as required by 40 CFR Part 503). This period may 
be extended by of the Agency or USEPA at any 
time. 

(c) Records of monitoring information shall include: 
(1) The date, exact place, and time of sampling or 

measurements; 
(2) The individual(s) who performed the sampling or 

measurements; 
(3) The date(s) analyses were performed; 
(4) The individual{s) who performed the analyses; 
(5) The analytical techniques or methods used; and 
(6) The results of such"''"'"'"'''"" 
Monitoring must be to test 

.:~nr>rrnt~=>n under 40 CFR Part unless other 
have been in this permit Where 

under CFR Part 136 has been 
not-mi1'tao must submit to the a test 

The shall and 
on all and 

•m~>nr<::mn,n at intervals to ensure accuracy 
of measurements. 

or 
and 

of law that this document and all 
under my direction or 

in with a to 
assure that and 
evaluate the submitted. 
of the person or persons who mcrn<>roo 

those 
the infr'rm"'H'"' 

my knowledge and 
am aware that there are 
submitting false information, 
fine and imprisonment for knowing uir>l<>ti,.,,,., 

(12) Reporting requirements. 
(a) Planned changes. The permittee shall give notice to the 

Agency as soon as possible of any planned physical 
alterations or additions to the permitted facility. 
Notice is required when: 
( 1 ) The alteration or addition to a permitted facility may 

meet one of the criteria for determining whether a 
facility is a new source pursuant to 40 CFR 122.29 
(b); or 

(2) The alteration or addition could significantly change 
the nature or increase the quantity of pollutants 

This notification applies to vu;1n.a.a! 

which neither to effluent limitations in the 
permit, nor to notification to 
40 CFR 122.42 ). 

(3) The alteration or addition 
in the 

practic:es, and such artE:~ratmn 

the of 
niff,Ar~'>•nt from or absent the "'"'''Rtin'n 

notification of additional 
not the 

1'\l"r\t'C:.C'<: Or not 1"01'\1'\rtt>ri 

Transfers. This is not transferable 
after notice to the 

schedules. 



(2) If the permittee monitors any pollutant more 
frequently than required by the permit, using test 
procedures approved under 40 CFR 136 or as 
specified in the permit, the results of this monitoring 
shall be included in the calculation and reporting of 
the data submitted in the DMR 

(3) Calculations for all limitations which require 
averaging of measurements shall utilize an arithmetic 
mean unless otherwise by the in 
the permit 

(f) Twenty-four hour reporting. The permittee shall report 
any noncompliance which may endanger health or the 
environment. Any information shall be provided orally 
within 24-hours from the time the permittee becomes 
aware of the circumstances. A written submission shall 
also be provided within 5 days of the time the permittee 
becomes aware of the circumstances. The written 
submission shall contain a description of the 
noncompliance and its cause; the period of 
noncompliance, including exact dates and time; and if the 
noncompliance has not been corrected, the anticipated 
time it is expected to continue; and steps taken or 
planned to reduce, eliminate, and prevent reoccurrence 
of the noncompliance. The following shall be included as 
information which must be reported within 24-hours: 
( 1 ) Any unanticipated bypass which exceeds any 

effluent limitation in the permit. 
(2) Any upset which exceeds any effluent limitation in 

the permit. 
(3) Violation of a maximum daily discharge limitation for 

any of the pollutants listed by the Agency in the 
permit or any pollutant which may endanger health or 
the environment. 
The Agency may waive the written report on a case
by-case basis if the oral report has been received 
within 24-hours. 

(g) Other noncompliance. The permittee shall report all 
instances of noncompliance not reported under 
paragraphs (12) (d), (e), or (f), at the time monitoring 
reports are submitted. The reports shall contain the 
information listed in paragraph (12) (f). 

(h) Other information. Where the permittee becomes 
aware that it failed to submit any relevant facts in a permit 
application, or submitted incorrect information in a permit 
application, or in any report to the Agency, it shall 
promptly submit such facts or information. 

(13) Bypass. 
(a) Definitions. 

( 1) Bypass means the intentional diversion of waste 
streams from any portion of a treatment facility. 
Severe property damage means substantial 
physical damage to property, to the 
treatment facilities which causes them to become 

or substantial and loss of 
natural which can be 

the absence 
Severe does not mean economic 
loss caused 

not may 
allow any to occur which does not cause 
effluent limitations to be exceeded, but if it also is 
for essential maintenance to assure efficient 

These to the 
nrrnn<nArl<: of n<:>l'<:>f1r<>r>n<! 

(d) Prohibition of bypass. 

(14) Upset. 

( 1) Bypass is prohibited, and the Agency may take 
enforcement action against a permittee for 
bypass, unless: 

(i) Bypass was unavoidable to prevent loss of life, 
personal injury, or severe property damage; 
There were no feasible alternatives to the 
bypass, such as the use of auxiliary treatment 
facilities, retention of untreated wastes, or 
maintenance during normal periods of 
equipment downtime. This condition is not 
satisfied if adequate back-up equipment should 
have been installed in the exercise of 
reasonable engineering judgment to prevent a 
bypass which occurred during normal periods 
of equipment downtime or preventive 
maintenance; and 

(iii) The permittee submitted notices as required 
under paragraph ( 13 )(c). 

{2) The Agency may approve an anticipated bypass, 
after considering its adverse effects, if the Agency 
determines that it will meet the three conditions 
listed above in paragraph (13)(d)(1). 

(a) Definition. Upset means an exceptional incident in which 
there is unintentional and temporary noncompliance with 
technology based permit effluent limitations because of 
factors beyond the reasonable control of the permittee. 
An upset does not include noncompliance to the extent 
caused by operational error, improperly designed 
treatment facilities, inadequate treatment facilities, lack of 
preventive maintenance, or careless or improper 
operation. 

(b) Effect of an upset. An upset constitutes an affirmative 
defense to an action brought for noncompliance with such 
technology based permit effluent limitations if the 
requirements of paragraph (14)(c) are met. No 
determination made during administrative review of 
claims that noncompliance was caused by upset, and 
before an action for noncompliance, is final administrative 
action subject to judicial review. 

(c) Conditions necessary for a demonstration of upset. A 
permittee who wishes to establish the affirmative defense 
of upset shall demonstrate, through properly signed, 
contemporaneous operating logs, or other relevant 
evidence that 
(1) An upset occurred and that the permittee can identify 

the cause(s) of the upset; 
(2) The permitted facility was at the time being properly 

operated; and 
The permittee submitted notice of the upset as 
required in paragraph (24-hour notice). 
The complied with any remedial measures 

under n<>ire>rlr<>r;h 



( 1) The current permittee notifies the Agency at least 30 
days in advance of the proposed transfer date; 

(2) The notice includes a written agreement between the 
existing and new permittees containing a specified 
date for transfer of permit responsibility, coverage and 
liability between the existing and new permittees; and 
The Agency does not notify the existing permittee and 
the proposed new permittee of its intent to modify or 
revoke and reissue the permit. If this notice is not 
received, the transfer is effective on the date "'"'~rll''"'fl 
in the ::.m·oc.m<>nt 

(16} All manufacturing, commercial. mmtng, and silvicultural 
must notify the Agency as soon as they know or 

have reason to believe: 
(a) That any activity has occurred or will occur which would 

result in the discharge of any toxic pollutant identified 
under Section 307 of the Clean Water Act which is not 
limited in the permit, if that discharge will exceed the 
highest of the following notification levels: 
(1) One hundred micrograms per liter (100 ug/1); 
(2) Two hundred micrograms per liter (200 ug/1) for 

acrolein and acrylonitrile; five hundred micrograms 
per liter (500 ug/1) for 2,4-dinitrophenol and for 2-
methyl-4,6 dinitrophenol; and one milligram per liter 
(1 mg/1) for antimony. 

(3) Five (5) times the maximum concentration value 
reported for that pollutant in the NPDES permit 
application; or 

(4) The level established by the Agency in this permit. 
(b) That they have begun or expect to begin to use or 

manufacture as an intermediate or final product or 
byproduct any toxic pollutant which was not reported in 
the NPDES permit application. 

(17) All Publicly Owned Treatment Works (POTWs) must provide 
adequate notice to the Agency of the following: 
(a) Any new introduction of pollutants into that POTW from 

an indirect discharge which would be subject to Sections 
301 or 306 of the Clean Water Act if it were directly 
discharging those pollutants; and 

(b) Any substantial change in the volume or character of 
pollutants being introduced into that POTW by a source 
introducing pollutants into the POTW at the time of 
issuance of the permit 

(c) For purposes of this paragraph, adequate notice shall 
include information on (i) the quality and quantity of 
effluent introduced into the POTW, and (ii) any 
anticipated impact of the change on the quantity or quality 
of effluent to be discharged from the POTW. 

If the permit is issued to a publicly owned or publicly regulated 
treatment works, the shall require any industrial 
user of such treatment works to comply with federal 

effluent standards and 
to Section 307 of the 

mn,rUTt"\rlf"trt and to Section 308 
of the Clean Water Act 

(20) Any authorization to construct issued to the permitte~ 
pursuant to 35 Ill. Adm. Code 309.154 is hereby incorporated 
by reference as a condition of this permit. 

(21) The permittee shall not make any false statement, 
representation or certification in any application, record, 
report, plan or other document submitted to the Agency or the 
US EPA, or required to be maintained under this permit 

(22) The Clean Water Act provides that any person who violates a 
permit condition implementing Sections 301, 302, 306, 
308, 318, or 405 of the Clean Water Act is subject to a civil 
penalty not to exceed $25,000 per day of such violation. Any 
person who willfully or negligently violates permit conditions 
implementing Sections 301, 302, 306, 307, 308, 318 or 405 of 
the Clean Water Act is subject to a fine of not less than 
$2,500 nor more than $25,000 per day of violation, or 
imprisonment for not more than one year, or both. 
Additional penalties for violating these sections of the Clean 
Water Act are identified in 40 CFR 122.41 (a)(2) and (3). 

(23) The Clean Water Act provides that any person who falsifies, 
tampers with, or knowingly renders inaccurate any monitoring 
device or method required to be maintained under this permit 
shall, upon conviction, be punished by a fine of not more than 
$10,000, or by imprisonment for not more than 2 years, or 
both. If a conviction of a person is for a violation committed 
after a first conviction of such person under this paragraph, 
punishment is a fine of not more than $20,000 per day of 
violation, or by imprisonment of not more than 4 years, or 
both. 

(24) The Clean Water Act provides that any person who knowingly 
makes any false statement, representation, or certification in 
any record or other document submitted or required to be 
maintained under this permit, including monitoring reports or 
reports of compliance or non-compliance shall, upon 
conviction, be J)Unished by a fine of not more than $10,000 
per violation, or by imprisonment for not more than 6 months 
per violation, or by both. 

(25) Collected screening, slurries, sludges, and other solids shall 
be disposed of in such a manner as to prevent entry of those 
wastes (or runoff from the wastes) into waters of the State. 
The proper authorization for such disposal shall be obtained 
from the Agency and is incorporated as part hereof by 
reference. 

(26) In case of conflict between these standard conditions and any 
other condition(s) included in this permit, the other 
condition(s) shall govern. 

The permittee shall comply with, in addition to the 
requirements of the all applicable provisions of 35 IlL 
Adm. Subtitle C, Subtitle D, Subtitle E, and 
aD!)IICaOIIe orders of the Board or any court with 

of 
""'"''<-'"" of this 

is held 
shall continue in full force and effect 
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